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Disclaimer

This report was prepared for B.H. College. The information herein is confidential and shall not

be divulged to a third party without the prior written permission of Thunderbolt Energy
Consultancy, its affiliates and subsidiaries, including Thunderbolt Energy Consultancy, and their
respective officers, employees or agents, individually and collectively, referred to in this clause

as ' Thunderbolt Energy Consultancy’.

Thunderbolt Energy Consultancy, assumes no responsibility and shall not be liable to any person
for any loss, damage or expense caused by reliance on the information or advice in this
document or howsoever provided, unless that person has signed a contract with the relevant
Thunderbolt Energy Consultancy, entity for the provision of this information or advice and in
that case any responsibility or liability is exclusively on the terms and conditions set out in that

contract.

All the calculations for energy savings and recommendations to achieve these savings given in

this report is fully based on the data shared by the college with Thunderbolt Energy Consultancy.
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Why Energy Audit?

An energy audit determines the amount of energy consumption affiliated with a building and the

potential savings associated with that energy consumption. Additionally, an energy audit is
designed to understand the specific conditions that are impacting the performance and comfort in

your facility to maximize the overall impact of energy-focused building improvements.

An energy audit is a systematic review of the energy consuming installations in a building or
premises to ensure that energy is being used sensibly and efficiently. An energy audit usually
commences with the collection and analysis of all information that may affect the energy
consumption of the building or premises, then follows with reviewing and analyzing the
condition and performance of various building services installations and building management,

with an aim at identifying areas of inefficiency and suggesting means for improvement.

Through implementation of the suggested improvement measures, building owners can get the
immediate benefit for paying less for energy bills. On the other hand, lowering of energy
consumption in buildings will lead to the chain effect that less fossil fuel will be burnt for
electricity generation by the power supply companies and relatively less pollutants and
greenhouse gases will be introduced into the atmosphere, thus contributing to conserve the

environment and to enhance sustainable development.
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Energy Audit Team

Table 1 The team members of Thunderbolt Energy Consultancy

Name

Role

Field of expertise

Mr. Mahesh Khode

Project coordinator,
ECM verification, Report

verification

Graduate Electrical engineer, BEE Certified
Energy Manager, ADIS Safety, Certified
First Aider with experience in Energy
Efficiency Assessment, Energy Audit, Safety
Audit, Firefighting system, Fire
Extinguisher, Electrical Safety audit, Green
Audit, Green building, ECBC, EHS, OHSA,
Environment policy, Environmental Audit,
Industrial Utility System, Project
Management, Electrical Distribution System,
Commercial Buildings and Industrial

Maintenance Services.

Mr. Kaustubh
Bhatwadekar

Energy Auditor and
ECM verification

Graduate Mechanical engineer, M.Tech IIT
Bombay, BEE Certified Energy Auditor,
Experience In Industrial Energy, distribution
system, Energy Efficiency Assessment,

Green audit and Environment audit.

Mr. Shantanu
Deshmukh

Data tabulation and
analysis & report

preparation

Graduate in Electrical & Electronics
Engineering with experience in field data
collection, Data analysis, Green building and

Environment assessment.
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Executive Summary

After the Field measurements & analysis, we present herewith important observations made and
various measures to reduce the Energy Consumption & mitigate the CO> emissions.
B.H. College, consumes Energy in the form of Electrical Energy used for various gadgets, Office

& other facilities.

1. Present Energy Consumption

In the following Table, we present the details of Energy Consumption.

Table 2 Details of energy consumption

College Building
Sr no Parameter
Energy consumed, (Units) | Bill Amount (Rs)

1 Maximum 13,720 108,279
2 Minimum 2,873 28,166
3 Average 7,148 58,312

2. Energy Conservation Projects already installed

1. Usage of LED lights at some indoor locations.

2. Usage of LED Lights for outdoor lighting.

3. Solar lighting system Installed.

4. Solar Panel system Installed.

5. BEE Star rated air conditioners Installed.

Thunderbolt Energy Consultancy
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10.
11.

12.

Key Observations

There are about 364 Nos old Tube light fittings which need to be replaced by 18 W
LEDs.

There are 789 Nos of ceiling fans which need to be replaced with STAR rated fans.
Optimize the temperature setting to 23-25 degree Celsius.

There is minimum or practically negligible use of lights during day time as the building
structure has possibility of daylight usage.

The lighting arrangements are well balanced with arrangements to switch ON and OFF.
The policy of college is switch off the lights and other electrical equipment when they are
not in use.

Cleanliness is well maintained. In- house light fittings are cleaned time to time.

Lights are negligibly operated during day time. The lights are operated manually.

There is no any sensor-based lighting system.

The college is utilizing natural lighting as first preference.

Computers, printers, photocopiers and other equipment are switched off at the end of the
day.

The all the electrical equipment is well operated.

Thunderbolt Energy Consultancy
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4. Recommendations
Table 3 Recommendations for energy savings
Sr. No Recommendation Annual Annual | Investment | Payback
Saving Monetary | Required, | period,
potential, Gain, Rs. Rs. Months
kWh/Annum
| Replacement of 364 Nos T-8 4914 33,170 233,324 "
fittings with 18W LED fittings
Replacement of 789 Nos Old
2 Ceiling Fans with STAR rating 20,711 1,39,801 17,15,286 147
fans
Total 25,625 1,72,970 | 19,48,610 -
5. Notes & Assumptions
1. Daily working hours-03
2. Annual working days- 250
3. Rate of Electrical Energy- Rs 6.75 /- per kWH.
Abbreviations
CFL Compact Fluorescent Lamp
FTL Fluorescent Tube Light
LED Light Emitting Diode
\Y Voltage
I Current
kW Kilo- Watt
kWh kilo-Watt Hour
kVA Active Power

Thunderbolt Energy Consultancy
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1. Introduction

The origin of B.H. College dates back to January 1964 when Late Jadav Chandra Das, an
eminent citizen, mooted the idea for establishing a college at Howly. Accordingly, a public
meeting was held at Howly Chandi Barua Bhawan with Late Abdul Kader Choudhury,
(Mouzadar) as President and all those who were present very much appreciated the idea and
unanimously decided to establish the college at the earliest. It Was further decided that the
leading persons from different communities of Barpeta Road should also be apprised of the
necessity of a College and a joint attempt be made for establishment of an 'Ideal College' in this

locality.

A general meeting of the representatives of Howly and Barpeta Road was held on 24-05-1964 at
3 p.m. in the premises of G.N.B. Memorial High School, Barpeta Road, under the presidentship
of the then chairman of Barpeta Road Municipality Board, Mohanlal Choudhury and it was
resolved that -"A College, an ideal college, be established with the co-operative efforts of the
people of the Howly and Barpeta Road area for meeting the increasing demand for higher

education of the people of this locality."

The first general public meeting was held on 12-06-1964 at the G.N.B. Memorial High School
premises under the chairmanship of the then S.D.O.(Civil) Barpeta, Kamal Chandra Majumdar,

who galvanized the spirit to see the idea realized.

Noble thoughts may take time to conceive but little time to deliver. In no time, the intense desire
and untiring efforts of founding fathers lit the light of B.H. College initially only with Arts
faculty in the year 1966.The selfless devotion & sacrifice of the local people have graduated this
institution into a famous college in Assam and now it is standing with glory as their cherished

offspring.

Thunderbolt Energy Consultancy
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The opening of the Commerce Stream in 1973 and subsequently Science Stream (H.S.) in 1988,
Science Stream (UG) in 1996 and post-graduation in Commerce in 1990, and PG in Assamese
and Education in 2018 enabled this institution to emerge as the only full-fledged three faculty
institution in Lower Assam under Gauhati University. The college was accorded UGC
recognition in the year 1969 and it had also achieved the distinction of B++ Accreditation by
NAAC in 2003.During the session 2015-16 the 2nd cycle of NAAC assessment of B.H. College
was completed and Peer Team sent by NAAC visited the college on 28th,29th & 30th
April,2016. The college was accredited with 'A' (CGPA 3.11) grade by NAAC on 25th may,2016

which is quite satisfactory for the entire college family and the local public.

The Strength of this institution lies in its academic achievements and healthy environment. A
rural college, essentially catering to the academic needs of local youth coming from families of
cultivators and poverty-stricken multitude, requires a very soft-careful managerial acumen in its
build-up process. Our founder Principal Sri Satya Nath Das is the man who did the job with the
admirable success. The armature of this institution is strong enough to meet the growing

challenges of Higher Education.

1.1 Objectives

1. To study present level of Energy Consumption
2. To Study Electrical Consumption
3. To assess the various equipment/facilities from Energy efficiency aspect

4. To study various measures to reduce the Energy Consumption

j Thunderbolt Energy Consultancy
ISO 9001:2015, ISO 14001:2015, ISO 50001:2018, ISO/IEC 17020:2012
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1.2 Audit methodology

The objective of Energy Audit is to balance the total energy inputs with its use and to identify the
energy conservation opportunities in the stream. Energy Audit also gives focused attention to
energy cost and cost involved in achieving higher performance with technical and financial

analysis. The best alternative is selected on financial analysis basis.
1.3 Historical Data Analysis

The historical data analysis involves establishment of energy consumption pattern to establish

base line data on energy consumption and its variation with change in production volumes.
1.4 Actual measurement and data analysis

This step involves actual site measurement and field trials using various portable measurement
instruments. It also involves input to output analysis to establish actual operating equipment

efficiency and finding out losses in the system.
1.5 Identification and evaluation of Energy Conservation Opportunities

This step involves evaluation of energy conservation opportunities identified during the energy
audit. It gives potential of energy saving and investment required to implement the proposed
modifications with payback period. All recommendations for reducing losses in the system are

backed with its cost benefit analysis.
1.6 Monitoring and Control

Energy accounting followed by energy monitoring and controlling is the first step of an Energy
Management Program. With increasing energy prices, many organizations have incorporated
sub-metering system in their plants. Sub metering is essential for monitoring, establishing energy
consumption pattern, detailed engineering and energy saving after implementation of energy
conservation projects. It is required to identify and monitor parameters for energy consumption
per unit of production or services i.e., Specific Energy Consumption (SEC). SEC monitoring is

an important tool for monitoring and proving of energy conservation measures.

Thunderbolt Energy Consultancy
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1.7 About Thunderbolt Energy Consultancy

We are pleased to introduce ourselves as Thunderbolt Energy Consultancy. We are a team of
young Energy professionals, working to help Businesses and facilities become Energy efficient

and promote green and clean Energy.

Our highly competent team of Certified Energy Managers, Energy Auditors, Safety Auditors,
Analyst, Engineers and Experts having experience in variety of sectors and we are one of the

leading engineering services and solutions providing company.

Our company was established in 2020 pioneering in quality and customer satisfaction. We have
been a beacon of performance for the last 3 years and our vision is to deliver everlasting

performance through our services.

Thunderbolt Energy Consultancy is extremely proud to announce that we have achieved
ISO 9001:2015, ISO 14001:2015, ISO 50001:2018 and ISO/IEC 17020:2012 certification.
Assessment for certification was done by QRO (Quality Research Organization) Certification
LLP accredited by several bodies like, Egyptian Accreditation Council (EGAC) and UKAF
(United Kingdom Akkreditation Forum). This certification not only anticipates the demands of
our customers, but also reveals our commitment to providing quality services to all our existing
and prospective customers.
We are providing services in various areas like

> Energy Audit, Electrical Audit, Electrical Survey

» Green Audit & Environmental Audit for all Entities
Safety Audit, Electrical safety audit, Safety survey
Industrial Maintenance Services

Project Management Consultancy
Third-Party Audit

} Thunderbolt Energy Consultancy
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2. Energy Details

The electricity supply for B.H. College is provided by Assam Power Distribution Company
Limited. The energy consumed by B.H. College falls under HT Category.

The energy efficiency assessment was conducted for the load connected to the mains supply of
college building.
Consumer details:

Table 4 Details of energy consumption

Name of Consumer Tariff Category Consumer Account No.

B.H. College LT IV Bulk Supply 063000000086

Mainly energy is used on this facility for the following purposes:

1) Lighting’s load

2) Air conditioners
3) Fan

4) Office equipment

Thunderbolt Energy Consultancy

ISO 9001:2015, ISO 14001:2015, ISO 50001:2018, ISO/IEC 17020:2012
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3. Study of connected load

In this chapter, we present details of various connected electrical equipment and electrical load.

Table 5 Location wise study of Electrical fittings in various buildings

Tvoe (ED | LED | Non-LED | Fan | Office | Office | Proje CO‘:(‘;iﬁo
S yp gg Lighting | Lighting | Load | Load Load ctor ner
r.

Equip | LED (9 | LED (28 Tube Comp | Photoc
12 ment Watt) Watt) (General) Fan uter opiers LCD A.C.

Wgetta 9 28 36 70 | 250 | 1000 | 250 | 3000
1 | Office 2 16 18 6 1 1

Rooms

&

2 Depart 53 240 439 83 3 10 2
ments

Hostel
3 & 380 85 204 | 8 2

Quarte

r

Semina
4 ¢ Hall 10 10 1 1 6
5 | Audito 58 10 28

rium

Indore
6 | Stadiu 6

m

Indore
7 | Stadiu 6 7

m

Total 382 127 364 789 | 98 4 11 11
number
Load, kW 3.44 3.56 13.10 55.23 | 24.50 4.00 2.75 33.00

Thunderbolt Energy Consultancy
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Table 6 Lighting load percentage in total consumption

. Total Lightin Lighting met Lighting met through
Particulars require%nentg Througgh LgED Bulb gotherg type lamp i
(A) Load in kW 20.10 6.99 13.10
Percentage % 100 34.80 65.20
(B) Energy in kWH per year 15,074 5,246 9,828
Percentage % 100 34.80 65.20

Note- Above calculation is based on 3 hours working and 250 days per annum.

Apart from above load, the college has Fan load, street lights. Individual fitting wise load is as

under
Table 7 Equipment wise Connected Load
Sr. No. Equipment Qty Load, kW
1 LED Lighting 509 6.99
2 Non-LED Lighting 364 13.10
3 Fan Load 789 55.23
4 Office Load 113 31.25
5 Air Conditioner 11 33.00

Data can be represented in terms of PIE chart as under,

Connected Load chart

22% 40%
= LED Lighting = Non-LED Lighting Fan Load
Office Load m Air Conditioner

Figure 1 Distribution of connected load

Thunderbolt Energy Consultancy
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4. Study of Electrical Energy Consumption

Consumer Name- B.H. College
Consumer Number- 063000000086
In this chapter, electricity bills are studied for the analysis of electrical energy consumption.

Table 8 Electricity bills of consumer 063000000086

Sr. No. Month Energy (kWh) | Bill Amount (Rs) Max. Demand (kVA)
1 Mar-22 5,439 42,834 22.4
2 Apr-22 4,823 40,552 19.6
3 May-22 9,220 71,705 40.4
4 Jun-22 9,591 74,682 48.4
5 Jul-22 9,511 73,645 44 .4
6 Aug-22 10,674 86,928 50
7 Sep-22 13,720 1,08,279 48
8 Oct-22 6,854 55,537 41.2
9 Nov-22 5,379 46,474 28
10 Dec-22 4,000 36,520 14
11 Jan-23 2,873 28,166 16.4
12 Feb-23 3,697 34,423 14.8

Total 85,781 699,745 388

Key observations of electricity bill are as follows,

Table 9 Key observations of consumer 063000000086

Sr no Parameter Energy consumed, (Units) Bill Amount (Rs)
1 Maximum 13,720 1,08,279
2 Minimum 2,873 28,166
3 Average 7,148 58,312

Thunderbolt Energy Consultancy
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Variation in energy consumption is as follows,

Month Wise Energy Consumption (kWh)
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Figure 2 Month wise energy consumption of consumer 063000000086
Monthly variation in electricity bill is as follows,

Month Wise Energy Bill (Rs.)

1,20,000

1,08,279
1,00,000 86,978
80,000 71,70574,68273,645
60,000 55,537 5
42,8344 55, 4 474365
: (30423
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Figure 3 Month wise electricity bill of consumer 063000000086
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Monthly variation in Maximum demand is as follows,

Month Wise Max. Demand (kVA)
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Figure 4 Month wise electricity bill of consumer 063000000086

5. Carbon Footprint

1. A Carbon Foot print is defined as the Total Greenhouse Gas emissions (CO, emissions),
emitted due to various activities. In this we compute the emissions of Carbon-Di-Oxide,
by usage of the various form of Electrical Energy used by the College for performing its
day-to-day activities

2. Basis for computation of CO; Emissions:

The basis of Calculation for CO2 emissions due to Electrical Energy is as under

1 Unit (kWh) of Electrical Energy releases 0.8 Kg of CO2 into atmosphere.
Based on the above Data we compute the CO2 emissions which are being released in to the
atmosphere by the College due to its Day-to-Day operations.

We herewith furnish the details of various forms of Energy consumption as under
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Consumer Name- B.H. College
Consumer Number- 089000010502

Table 10 Month wise Consumption of Energy & CO2 Emissions of consumer 063000000086

No Month Energy Consumed, kWh CO2 Emissions, MT
1 Mar-22 5,439 224
2 Apr-22 4,823 19.6
3 May-22 9,220 40.4
4 Jun-22 9,591 48.4
5 Jul-22 9,511 44 .4
6 Aug-22 10,674 50
7 Sep-22 13,720 48
8 Oct-22 6,854 41.2
9 Nov-22 5,379 28
10 Dec-22 4,000 14
11 Jan-23 2,873 16.4
12 Feb-23 3,697 14.8

Total 1424 388

In the following Chart we present the CO2 emissions due to usage of Electrical Energy.

Month Wise Co2 Emissions (MT)
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Figure 5 Month wise CO2 emissions of consumer 063000000086
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6. Study of utilities

6.1 Study of Lighting

In the facility, the lighting system can be divided mainly in two parts, indoor lighting and
outdoor lighting. There are 364 FTL fittings with electronic/ magnetic chokes and It is
recommended to install the 18 W LED Tube light fittings in place of these old Tube light fittings.

6.2 Air-conditioners

In the facility, there are about 33 Nos. of 1.5 Tr Air-conditioners. It is found that all ACs with
BEE STAR Rated ACs.

6.3 Ceiling Fans

At building facility, there are about 789 Nos Old Ceiling Fans, which consumed about 70 W of
Electrical Energy. It is recommended to replace these old Fans with BEE STAR Rated Ceiling

Fans.
6.4 Office Load

In Office load facility have 98 nos of computer, Photocopier machine and Invertor system for
office use.

Thunderbolt Energy Consultancy

ISO 9001:2015, ISO 14001:2015, ISO 50001:2018, ISO/IEC 17020:2012

@ www.thunderboltenergy.in &% tecofficeinfo@gmail.com

Thunderbolt Energy Consultancy @ +91-9098 580 420 Follow us on @@ ‘ @ @ @

21|Page




Energy Audit Report of B.H. College

7. Energy conservation proposals

7.1 Replacement of 364 Nos Old, FTLs with 18 W LED fittings

In the facility, there are about 364 Nos, FTL fittings with electronic/magnetic chokes. It is
recommended to the install 18 W LED Tube light fittings in place of these old fittings. In the

following Table, we present the savings, investment required & payback analysis.

Table 11 Tube light calculation

Sr. No Particulars Value Unit
1 Present Qty of Tube light fittings 364 Nos
2 Energy Demand of Tube light fitting 36 W/Unit
3 Energy Demand of 18 W LED fitting 18 W/Unit
4 Reduction in demand 18 W/Unit
5 Average Daily Usage period 3 Hrs/Day
6 Daily saving in Energy 20 kWh/Day
7 Annual Working Days 250 Nos
8 Annual Energy Saving possible 4914 kWh/Annum
9 Rate of Electrical Energy 6.75 Rs/kWh
10 Annual Monetary saving 33,170 Rs/Annum
11 Cost of 18 W LED Tube 641 Rs/Unit
12 Investment required 2,33,324 Rs lump sum
13 Simple Payback period 84 Months

It is recommended to change lighting system in a phase manner and it is observed that there are
16 nos. of CFL lights fitting so change it on phase manner.
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7.2 Replacement of 789 Nos Old Fans with STAR Rated Ceiling Fans

During the Audit, it was observed that there are 789 Nos, old fans. It is recommended to replace

these old fans with 5 STAR Rated Fans.

In the following Table, we present the savings, investment required & payback analysis.

Table 12 Fan calculation

Sr. No Particulars Value Unit
1 Present Qty of Old Fan fittings 789 Nos
2 Energy Demand of Old Ceiling Fan fitting 70 W/Unit
3 Energy Demand of STAR Rated Fan 35 W/Unit
4 Reduction in demand 35 W/Unit
5 Average Daily Usage period 3 Hrs/Day
6 Daily saving in Energy 83 kWh/Day
7 Annual Working Days 250 Nos
8 Annual Energy Saving potential 20,711 kWh/Annum
9 Rate of Electrical Energy 6.75 Rs/kWh
10 Annual Monetary saving 1,39,801 Rs/Annum
11 Cost of STAR Rated Ceiling Fan 2,174 Rs/unit
12 Investment required 17,15,286 Rs lump sum
13 Simple Payback period 147 Months

It is recommended to replace fan with energy efficient fan accordingly.
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8. Summary of Savings

Table 13 Summary of savings

Sr. Recommendation Annual Saving Annual Investment | Payback
No potential, Monetary Required, period,
kWh/Annum Gain, Rs. Rs. Months

Replacement of 364 Nos T-

1 | 8 fittings with 1I8W LED 4,914 33,170 2,33,324 84
fittings
Replacement of 789 Nos

2 | Old Ceiling Fans with 20,711 1,39,801 17,15,286 147
STAR rating fans

Total 25,625 1,72,970 19,48,610 -
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